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Building Details 

Building Name: Barrier Building 
Building No: WT03 
 

Date of Inspection: 
19/12/2023 

Risk 

Keys required: 
Roof Access and Plant Room 

Medium 

Roof Access Details 

 Right of Access Permit is only for visual inspection and a different permit is required before commencing any work on 
the roof.  

 Parapets are not a fall arrest system unless part of a submitted SWMS. 

 If using a harness attached to an anchor point/static line, all workers must have current Working at Heights training and 
anchor points/static lines must have been certified in the last 12 months. 
 

There is internal access to the roof via the male toilet. The light switch on the left of the toilet door needs to be turned on before 
entering. A fixed ladder leads to a manhole and into the plant room. The access panel for the roof is located in front of the air 
conditioning duct. 
 

     
Entrance door Ladder to roof space Ladder to roof Roof Static line 
 
No access to areas without walkways unless a safe system of work is in place to ensure the risk of a fall has been minimised 
(2012 SA WHS Regulations Part 4), this could include using industrial fall arrest harness attached to the static lines or anchor 
points if available. 

Roof Details 

Roof Material: Iron 
 

No. of Roofs on Building: One 

Pitch:   Flat Roof Height (m): 
3 m 
 

 



Infrastructure HSW Management Sub-System 

Roof Inspection Check   
 
 

Warning This process is uncontrolled when printed.  The current version is available on the I&TS Website. Effective 
D
at
e:  

January 2024 Version: 3.0 

Authorised 
by  

Director, Capital Projects & Facilities Management | Infrastructure Branch | Division of University 
Operations      

Review 
D
at
e: 

January 2027 Page: 2 of 3 

Filepath S:\Services_Resources\Infrastructure\Shared\HSW\01. Hazard Management\01 Roof Access\01 Risk Assessments\Waite



Infrastructure HSW Management Sub-System 

Roof Inspection Check   
 
 

Warning This process is uncontrolled when printed.  The current version is available on the I&TS Website. Effective 
D
at
e:  

January 2024 Version: 3.0 

Authorised 
by  

Director, Capital Projects & Facilities Management | Infrastructure Branch | Division of University 
Operations      

Review 
D
at
e: 

January 2027 Page: 3 of 3 

Filepath S:\Services_Resources\Infrastructure\Shared\HSW\01. Hazard Management\01 Roof Access\01 Risk Assessments\Waite\2023\Barrier Building\WT03 18-01-24 Barrier 
Building.docx 

 

 

 


